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3.    Installation:

{A. The profile between structures shall be set so that the
conduits are level or sloped to the next structure. where
conduits enter a structure at a lower level than the
approaching profile of the conduit, the conduit shall be
sloped down to the structure at a rate not-to-exceed 5
percent.

B. The trench shall be excavated so that any curve
radius will be as large as possible (36' min. radius). The
trench shall be excavated no wider than necessary to
accommodate the conduit and concrete encasement as
shown on the details. The bottom of the trench shall be
undisturbed, tamped, and relatively smooth earth.
trenches which have been excavated too deep at any
point are to be partially refilled and tamped solid.}

C. Minimum clearance with utilities shall be coordinated
with the utility owners.

{D. The conduit runs shall be as straight as possible.
Schedule 40 electric rated, 5-degree angle couplings or
combinations of 5-degree angle couplings with straight
sections of conduit are recommended to negotiate curves.
No field bends.}

{E. Precast plastic base and intermediate spacers shall
be placed at 5-foot intervals that shall separate the
conduits a minimum of 2 inches apart and provide a
3-inch minimum outside encasement. Burrs on the ends of
the conduit, as the result of sawing, must be removed
prior to completing a joint.} {Surfaces to be joined shall be
clean and free from dirt, foreign materials, and moisture.
The joints shall be sealed with proper cement specified by
the conduit manufacturer. The conduits shall be glued
together with proper cement so as to securely hold the
conduits in place. Where the conduits} {enter the
manhole, bell ends shall be installed for smooth
connection to the interior of the manhole.  The open ends
of the conduits shall be closed with tight fitting plugs to
prevent mud or other foreign material from getting into the
conduit. after the conduit is placed, it shall be inspected
before the concrete is poured.

F. A 1/2" p-line shall be installed in all conduit. }
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